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three inches

one foot

one and one half inches

one foot

one inch
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three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch
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PROVIDE 12"X12” CUSTOM JUNCTION BOX, REFER TO VENDOR
DRAWINGS FOR ADDITIONAL INFORMATION.

POWER AND DATA CONNECTION FOR ELAPSED TIME CLOCK.
POWER AND DATA CONNECTION FOR ELECTRIC CLOCK.

PROVIDE PERMANENT LABEL STATING, "NORMAL POWER
RECEPTACLE, USE ONLY IN THE EVENT OF ISOLATION POWER
FAILURE.”

OCCUPIED /UNOCCUPIED SWITCH FOR HVAC SYSTEM IN
OPERATING ROOM. COORDINATE WITH MECHANICAL
CONTRACTOR.

FLUSH RECTANGULAR STAMPED STEEL FLOOR BOX, SINGLE GANG
WITH DUPLEX RECEPTACLE PER OWNER EQUIPMENT SCHEDULE.
HUBBELL B2431 WITH S3825 COVER PLATE, OR EQUAL. ROUTE
CONDUIT (3/4" MINIMUM) TO NEAREST WALL; TURN UP AND
ROUTE ABOVE CEILING TO SERVING PANEL.

IN ADDITION TO ALL WIRING, RACEWAY, AND DEVICES SHOWN
HEREIN, CONTRACTOR SHALL FURNISH AND INSTALL ALL WIRING,
RACEWAY, DEVICES, PULLBOXES, DUCTS, SWITCHES, CIRCUIT
BREAKERS, AND OTHER ELECTRICAL ITEMS NOT SUPPLIED BY
OPERATING ROOM EQUIPMENT VENDOR. REFER TO VENDOR
DRAWINGS. REFER TO CONDUIT SCHEDULE, THIS SHEET.
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INTEGRATION EQUIPMENT LIST

9 - STERIS INTEGRATION RACK

(B1) - LIGHT MOUNT
(1) - Ems MOUNT

(D7) - AW INPUT PLATES - WALL MOUNTED

@ = WALL MOUNTED LGD DISPLAY

@ - WALL MOUNTED CAMERAS - PAN/TILT/ZOOM
@ - SPEAKER

@ - TOUCH PANEL AT NURSE'S DESK

(37) - WALL MOUNTED TOUCH PANEL

(K1) - LALED LIGHT CONTROL

@ - PACS SYSTEM

(M) - NURSE OBSERVATION SYSTEM

(N) - 12x124* JUNCTION BOX (BY OTHERS)

CONDUIT SCHEDULE

FROM - TO

QUANTITY SIZE

A1 -B1 1 2"

A1-C1 1 2"

Al1-D1 1 11/4"

Al1-E1 1 11/4

A1-F1 1 1

Al-G1 1 3/4"

Al1-G3 1 3/4"

Al-J1 1 11/4°

Al-11 1 1"

A1-N1 1 2"

G1-G2 1 3/4"

G3-G4 1 3/4"

M1 - HALL 1 3/4"

LA/LED LIGHT CONDUIT SCHEDULE

FROM-TO

QUANTITY SIZE

A1l-Ki1 1 1"

K1 - B1 1 3/4"

K1 -B1 1 3/4"

K1 - K2 1 34"

B1-B2 1 3/4"

NOTE: 1/2" CONDUIT FOR AC POWER TO K1

LC LIGHT CONDUIT SCHEDULE

FROM - TO

QUANTITY SIZE

K1 - B1 1 3/4"

B1-B2 1 3/4"

NOTE: 1/2" CONDUIT FOR AC POWER TO B1

FULLY SPRINKLERED
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